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Wiring Diagrams
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DISCONNECT
OPTION 2

Start Button pressed
TR Timer begins.

Timer begins, N.O. Contacts close. 
Motor starts in WYE configuration.

Timer times out closing TR N.C. 

Start button pressed

NOTE: Diagram shown using WEG TETCO Series Timers.

Mechanical interlock
(Shown as (K3) on TETCO)

(Shown as (K2) on TETCO)
Motor runs in Delta configuration.

1M Contactor energized.
(Shown as (K1) on TETCO)

Reduced Voltage Starters – Wye Delta
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Motor Starters Non-Reversing

http://www.automationdirect.com
http://www.automationdirect.com

	Reduced voltage starters wye delta wiring diagram
	Motor starters non-reversing wiring diagram

