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DIRECT ..,

In this Appendix....

— EZTouch Panel Female PLC Port

PLC Cable Wiring Diagrams:

— Allen-Bradley SLC500, 5/01, /02, /03 DH-485/AIC, RS-485A
(P/N EZ-DH485-CBL)

— Allen-Bradley SLC DF1, RS-232C (P/N EZ-SLC-232-CBL)

— Allen-Bradley Micrologix 1000/1200/1500 RS-232C
(P/N EZ-MLOGIX-CBL)

— Allen-Bradley PLC5 DF1 RS-232C (P/N EZPLC5-232-CBL)

— DirectLogic PLC RJ-12, DL05, DL105, DL205, DL350, and
DL450, RS-232C (P/N EZ-2CBL)

— DirectLogic PLC VGA 15-pin, 250, RS-232C (P/N EZ-2CBL-1)

— DirectLogic PLC RJ-11, 340, RS-232C (P/N EZ-3CBL)

— DirectLogic PLC 15-pin D-SUB, DL405, RS-232C
(P/N EZ-4CBL-1)

— DirectLogic PLC 25-pin D-SUB, DL405, 350, 305 DCU, and all
DCMs, RS-232C (P/N EZ-4CBL-2)

— General Electric 90/30 and 90/70 15-pin D-SUB,RS-422A
(P/N EZ-90-30-CBL)

— Mitsubishi FX Series 25-pin, RS-422A (P/N EZ-MITSU-CBL)

— Mitsubishi FX Series 8-pin MINI-DIN, RS-422A
(P/N EZ-MITSU-BL-1)

— Modicon Modbus RS-232

— Modicon ModBus with RJ45

— Omron C200, C500, RS-232C (P/N EZ-OMRON-CBL)

— Omron CQM1 amd CPM1

— Siemens S7 MPI Adaptor, RS-232C (P/N EZ-S7TMPI-CBL)

— EZTouch RS-422A/RS-485A Wiring Connections for Direct
Logic PLCs

— EZTouch RS-422A Wiring Connections for Allen-Bradley SLC
503/504 RS-232C Port

EZ-TOUCH-M Revision 4 A-1



APPENDIX A
DIRECT ..,

The following diagrams depict the wiring pinouts for the EZTouch Panel to PLC Cables.

EZTouch Panel Female
PLC Port (located on O OCO0O00 O
bottom of unlt) O OOO0O0 O

Allen-Bradley SLC500, 5/01, /02, /03 DH-485/AIC,
RS-485A (P/N EZ-DH485-CBL)

Allen-Bradley SLC500 DH-485/AIC (Point-to-Point)

EZ TOUCH
PLC Port
AB SLC500
DH-435 RS-485 {13)Termination
TXD/RXD+ (1) (8) RD+
TXD/RXD- (2) (10) RD-
(11 sp+
GND (@) (12) sD-
—_
GND ] J &) =
[ Jare,
)
Phohe type D-sub 15-pin
8 pos. Male

Allen-Bradley SLC500 DH-485/AIC (Multi-drop)

EZ TOUCH
AB SLC500 PLG Port
DH-485 RS-485 (13)Termination
TXD/RXD+ (1) (8) RD+
TXD/RXD- (2) (10) RD-
(1) sD+
(12) sD-
LE ®) 6 LE
GND ) l ’
GND e \\ fl ) =
m 7
Phone type 8 pos. D-sub 15-pin
Male
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Allen-Bradley SLC DF1, RS-232C (P/N EZ-SLC-232-CBL)

EZ TOUCH
AB SLC DF1 RS-232

PLC Port
TXD @) I \ (3) RXD
RXD 2) L) 2)  Txp
GND ) \Vi 5) =<
[ E— e
)
D-sub 9-pin D-sub 15-pin
Female Male

Allen-Bradley Micrologix 1000/1200/1500 RS-232C (P/N EZ-MLOGIX-CBL)

A-B Micrologix

EZ TOUCH

PLC RS-232 PLC Port
™D @) /\\ @) RXD
RXD 4) L ) @  TxD
GND @) Vi ® =
I— m /7}77

D-sub 15-pin
0, 0,0, Male
0,0, O 0.290

/OIOZ

0.35" " \iini Din 8-pin Male
DIA. Nonstandard keying

Allen-Bradley PLC5 DF1 RS-232C (P/N EZPLC5-232-CBL)

AB PLC5 DF1 RS-232 BLCPort
0 @) @ Rxo
RXD @) l \

k ) 2) TXD
GND ) v} =

) -

I—l“ Vecid

D-sub 25-pin D-sub 15-pin
Male Male
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DirectLogic PLC RJ-12, DL05, DL105, DL205, DL350, and DL450,
RS-232C (P/N EZ-2CBL)

DirectLogic EZ TOUCH

w/RJ12 RS-232 PLC Port
TXD @) { \ (3) RXD
RXD )

L ) 2) TXD
GND i1 \Vi 5) -

l—(ﬂ Vi

D-sub 15-pin
Male

Phone Type
&-pin

DirectLogic PLC VGA 15-pin, 250, 250-1, 260, 06 RS-232C (P/N EZ-2CBL-1)

DirectLogic . EZ TOUCH
_wiHD D-sub R8-232 PLC Port
TXD @) A ) RXD

RXD 3) L ) 2) TXD
GND T (5) =
‘— n /7}77

) D-sub 15-pin
> Male

5)

It

HD D-sub 15-pin
ale

DirectLogic PLC RJ-11, 340, RS-232C (P/N EZ-3CBL)

. ) EZ TOUCH
D:’r\:':‘l]:gllc RS-232 PLC Port
%0 @ //\\ ©) Rx0
RXD m

k ) ) TXD
GND () —

=
L o

Phone Type D-sub 15-pin
4-pin Male
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DirectLogic PLC 15-pin D-SUB, DL405, RS-232C (P/N EZ-4CBL-1)

; ' EZ TOUCH
DirectL
wineubas RS-232 PLC Port
XD @) () RXD
RXD (] () 2)  TXD
GND () \f O
(13,13,15) \—(13 7
D-sub 15-pin
Male
m
m>
®
D-sub 15-pin
Male

DirectLogic PLC 25-pin D-SUB, DL405, 350, 305 DCU,
and all DCMs, RS-232C (P/N EZ-4CBL-2)

DirectLogic EZ TOUCH
wiDsub25 RS-232 PLC Port
TXD @) N (3) RXD

RXD @) ’ \

k) @ TXD
GND I'td) 8) =

“ D-sub 15-pin
> Male
5)

D-sub 25-pin
Male
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General Electric 90/30 and 90/70 15-pin D-SUB,
RS-422A (P/N EZ-90-30-CBL)

EZ TOUCH
PLC Port
GE Fanuc

90/30 (13)Termination
T )Cajé CRrS
sD- (12) — (10) RD-

RD+ 111): : : :(113 SD+
RD- (10) — (12) sD-

e

GND M) \S I
@ L 1w &

D-sub 15-pin

e > Male

®)

D-sub 15-pin
Male

Mitsubishi FX Series 25-pin, RS-422A (P/N EZ-MITSU-CBL)

EZ TOUCH

PLC Port
Mitsubishi RS-422 (13)Termination
SD+ (@) (9) RD+
SD- 18) 10y  RD-
RD+ @) 11 sp+
GND (03} v ® =
GND @) I—m 77
D-sub 25-pin D-sub 15-pin
Male Male
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Mitsubishi FX Series 8-pin MINI-DIN, RS-422A (P/N EZ-MITSU-CBL-1)

Panel PLC Port

Mitsubishi RS422 (13)Termination
SD+ (4] ,-\ >é @ RD+
SD- (] (10)  RD-

RD+ (2) D(

1 =p+
RD- ) (1)  =D-
o @ v, & =
L 1o &
& Pin Male Dsub 15 pih Male
MINI- DIN

Modicon ModBus RS-232

Wiring Diagram for the 984 CPU, Quantum 113 CPU

Modicon EZ TOUCH
ModBus RS-232 PLC Port
TXD @) I[\\ (3) RXD
RXD () @2 XD
—4
GND (5) \v} (5) =
@) [ [N 4
8) > D-sub 15-pin
Male
@
@®)
D-sub 9-pin
Male
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Wiring Diagrams for AEG Modicon MICRO Series: 110 CPU 311-xx, 110 CPU 411-xx,
110 CPU 512-xx, 110 CPU 612-xx

AEG Modicon

Micro 110XCA20300 EZ TOUCH
Adaptor RS-232 PLC Port
TXD 2) If\\ 3) RXD
RXD @) 2) TXD

oD ) o & =

l— o /7}77
D-sub 9-pin D-sub 15-pin
Female Male

Modicon ModBus with RJ45

: EZ TOUCH
Modicon ModBus
wiRJ45 RS-232 PLC Port
D @) { \ () RXD
RXD @) 2) TXD
[
GND 5 =
®) . 5 =
 E—
D-sub 15-pin
Male
cTs ™)
RTS ®)
Phohe Type
8-pin
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Omron C200, C500, RS-232C (P/N EZ-OMRON-CBL)

Omron Host EZ TOUCH
Link RS-232 PLC Port
TXD 2) /.\ 3) RXD
RXD @) { \ 2) TXD
GND 7 e
@ V] 5) =
L I &
cTs 4 D-sub 15-pin
© > Male
RTS 5)
D-sub 25-pin
Male

Omron CQM1 amd CPM1

Omron CQM1, CPM1, CPM2 & C200

Omron EZTouch
2 (SD) 3 (RXD)
3 (RD) , \ 2 (TXD)
9 (SG) \ ‘ 5 (GND)
\j 1 (Shield)
9 pin 15 pin
DSUB (male) DSUB (male)

Omron CQM1 using CQM1-CIF02

CIF02 EZTouch
2 (RXD) 2 (TXD)
3 (TXD) | 3 (RXD)
5 (GND) 5 (GND)
\/ 1 (Shield)
9 pin 15 pin
DSUB (male) DSUB (male)
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Siemens S7 MPI Adaptor, RS-232C (P/N EZ-S7TMPI-CBL)

Siemens S7

MPI Adaptor RS-232 Pliagglo B
- @ /\ (2) XD
s © (3) RXD
o © (65) GND
ik o (7) CTs
° © \V/ (8) RTS
[

9-Pin Dsub Female 5P Doub Male

A-10
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EZTouch RS-422A/RS-485A Wiring Connections for DirectLogic PLCs

For RS-422A and RS-485A connections, we recommend Belden 9729 cable or equivalent. Please

Note: The Termination Resistor is built in to pin 13 of EZTouch Panels. Jumper pin 13 to pin 9
(RXD+) to enable.

RS-422A
Port1 430/440/450
Panel Port2 350 Panel Port 3 450
05 Logic GND amnmemmmmmem - 07 Ov 05 Logic GND m=m=emmm=en= 07 Ov
10 RXD- mmmmaaeaa - 16 TXD- 10 RXD- ~-cencaca- -= 13 TXD-
09 RXD+ oemeaae -— 14 TXD+ 09 RXD+ ccmcaccaaaa 12 TXD+
12 TXD- cmcmcmemeem - 10 RXD- 12 TXD- -———-- 25 RXD-
11 TXD+ e -- 09 RXD+ 11 TXD+ aecemenmen -- 24 RXD+
13 Termination 18 RTS- 13 Termination
09 resistor _E 19 RTS+ 09 resistor
23 CTS- RTS and CTS is not present on this port
— 11 CTS+
D0-06

D2-DCM D2-250
Panel D3-DCM Panel Port2 3 250.1

D4-DCM D2-260

]
05Logic GND=mmmmmmmmmmn 07 Ov 05 Logic GND===m=sm=mmen 07 Ov
10 RXD- ==ememmaneen 15 TXD- 10 RXD- ===sesecneen 10 TXD-
09 RXD+ -meamemcenas 14 TXD+ 09 RXD+ -cecceccnaaa 09 TXD+
12 TXD- =-=memmomee- 16 RXD- 12 TXD- -———————- 06 RXD-
11 TXD+ =mememmmmenn 17 RXD+ 11 TXD+ meamemaanaa- 13 RXD+
13 Ter_minalion 11 RTS- 13 Termination 12 RTS-
09 resistar _E 10 RTS+ 09 resistor —E 11 RTS+

13 CTS- 15 CTS-

— 12 CTS+ — 14 CTS+
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RS-485A
DO0-06
Panel Port 2 D2-260
05 Logic GND 07 Ov
10 RXD- 10 TXD-
12 TXD- 06 RXD-
09 RXD+ 13 RXD+
11 TXD+ 09 TXD+
13 Termination 12 RTS-
09 resistor 11 RTS+
15 CTS-
— 14 CTS+

EZTouch RS-422A Wiring Connections for Allen-Bradley

SLC 503/504 RS-232 Port

Touchi/Text Panel AB RS232
PLC Port FA-ISONET Port
You provide cable
s
05 : .> 96 GND
logicGND — T+ oND_| 5y E 2 RXD 1
~ Ll XD+ | 3TXD 6 2
10 RXD : X0 - 7
T RO ™ 5 GND, 8 3
09 RXD+ // o] o [ [z&rs 9 :
12 TXD- / R o =
. =t EL
501 [© ol GND | 1
11 TXD+ | o am o
13 ~ You provide RS * Refer (o the FA-ISONET I
cable. i H it T
09 Termination  Wo oemmend documentation for jumper positions. AB Chan. 0
resistor grelgsunl vs{i?é:‘ RS232 Configuration
Driver DF1 Full Duplex
o Note: The Baud rate and Parity must Baud 9600,19200,38400 etc.
Note: The Termination match between the Touch Panel and Parity Even
resistor is built in to the the PLC. Control Line No Handshaking
panel. Depending on distance it may be Error Detection BCC
necessary to increase the Timeout Embedded Resp. Enabled
Time on the Touch Screen. This can be ACK Time 50
done in the software by selecting NAK Retries 3
Setup/Select PLC/ View/Edit attributes. ENQ Retries 3
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