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FuJi
BUECTRIC

INSTRUCTION MANUAL

MAIN CIRCUIT INATOISSIE
SURGE SUPPRESSION UNIT
* Front-mounting Type SZ - ZMI1E
- Side-mounting Type SZ - ZM2E
For magnetic contactor
SC-E02, EO3, E04, EOS
* Front-mounting Type SZ - ZM3E
* Front-mounting Type SZ - ZM4E

This manual should be
given to the person
who actually uses the
products and is
responsible for their

maintenance.

For magnetic contactor
SC-E1, E2, E2S, E3, E4

Thank you for purchasing Fuji Electric products. To obtain the best
performance from your puréhasé, be sure to read this manual carefully
before use.

Before handling the products which is attached with this optional parts,
read the catalog or operation manual included with each optional part
carefully. If you have any questions, consult your retail dealer or the nearest

Fuji office.
I Safety Precautions

To ensure proper use of the product, be sure to read this manual and the
other attached documents carefully before starting installation, operation,
maintenance, and inspection. Within this instruction manual, safety
precautions are ranked, in order of importance,

as either “Warning” or “Caution” .

/N\Warning

: An operator may be killed or seriously injured by
a hazardous condition resulting from improper
operation.

:An operétor may be suffer minor injuries and/or
objects may be damaged by a hazardous condition

resulting from improper operation.

Under certain conditions, improper operation may result in serious injury
and/or damage even if it is labeled only as “Caution” . Every item indi-
cated by either “Warning” or “Caution” should be considered signifi-
cant. Be sure to give particular care to those items.

AWarning

@ Do not touch the product or approach it. Electrical shock or

burning may result.

@ Turn off the power before starting maintenance or inspection.
Failure to turn off power may result in electrical shock or
burning.

ACaution

@ Do not use to circuits rich higher harmonics such as inverter

circuit. Otherwise, it is in danger of burns or fire.

@ Tighten lead wires with the tightening torque specified in
the instruction manual for the magnetic contactor. Failure to
do so may result in fire.

@ Do not touch the product immediately after the power is
turned off. As it may still be hot, burning may result.

@ Treat the product as industrial waste when discarding.

1. Unpacking
First of all, check that the product matches your purchase order and that
there are no damaged or missing parts.

2. Installation

2.1 Front-mounting Type (Figure 1)

(1) To install, force the unit onto the contactor from the direction of
arrow (D and move it in the direction of arrow 2. Check that the
pawl (% 1) of the unit fits into the groove (% 2) of the contactor.

(2) To remove, raise the pawl of the unit and move the unit in the
direction reverse that of installation.

(3) See Section 2. 3 for the connection of lead wire (% 3).

Figure 1

2.2 Side-Mounting (Figure 2)
(1) To install, push the projecting part (% 4) of the unit into the groove
(% 5) from under the contactor until it stops.
(2) To remove, slide the unit downward.
(3) See Section 2. 3 for connection lead wire (% 6).
(4) Unit can be installed at left-hand or right-hand side.

2.3 Connection of Lead Wire ( * 3 and * 6). (Figure 3)
Connect lead wires to Load-side terminals 2, 4 and 6 of the contactor.
Lead wires can be connected to any of these terminals. Tighten with
tightening torque described in instruction manual for magnetic
contactor.

Contactor
L1 32 503

t J

[Main circuit surge]
1 suppression unit i
L

6/T:

Caution : 200 - 240 V AC only

Figure 3

Fuji Electric Co.Ltd.

ED & C:Drive Systems Company

Gate City Ohsaki, East Tower 11-2, Osaki 1-chome,
Shinagawa-ku, Tokyo 141-0032, Japan

Phone : +81-3-5435-7139

Fax  :+81-3-5435-7457

URL http://www.fujielectric.co.jp/kiki/
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