Change to Page 1-3

Currently States:

“The operating system is resident in the module and does not require battery back-up. The user program is backed by a five-year lithium battery”.

Change to:

The operating system and the user program are written to FLASH memory and do not require battery back-up. The battery is used to hold the retentive memory while the PLC is powered off. There is also a super-capacitor on-board that will hold the retentive memory while the battery is being changed.